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INTERCEPT AT EXISTING INCOMING FEEDERS TO EXISTING SWITCHBOARD/
PANELBOARD. REMOVE CONDUCTORS AND CONDUITS FROM INTERCEPTION POINT
TO SWITCHBOAR/PANELBOARD AND EXTEND NEW FEEDER TO NEW DISTRIBUTION

+|Am:m;
(E)(2) 3 1/2°C. - 4#S00MCM IN EACH

480/277V-39, 44-800A
CONNECTED:  545A

PANELBOARD INDICATED. SEE SHEET E2 DETAIL “B* FOR MORE INFORMATION.

INTERCEPT EXISTING FEEDER WITH (2> 3 1/2" C. 4#3500MCM AND 1/0 GRD. IN

EACH. PROVIDE PULLBOX SIZE AS REQUIRED ADJACENT TO NEW SWITCHBOARD TO
FACILITATE ROUTING OF CONDUCTORS TO NEW SWTICHBOARD.
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