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FIXTURES CONTROL WIRING LEGEND

(12) STRONG NEEVA WHITE LED 36 DEGREE ELLIPSOIDAL WITH SYMBOL WIRE TYPE(S) SIGNAL
FILTER FRAME, C-CLAMP, SAFETY CABLE, AND 20A STAGE PIN
CONNECTOR ATTACHED.

D) (1) BELDEN 9729 DMX INPUT
(24) ETC SELADOR D40 STUDIO HD LED FIXTURE WITH FILTER
FRAME, C-CLAMP, SAFETY CABLE, (2) LENSES AND STAGE PIN
CONNECTOR ATTAGHED. (x) | (1)BELDEN 9729 DMX OUTPUT
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1) ALL CONTROL WIRING SHALL BE PROVIDED ELECTRICAL CONTRACTOR UNLESS NOTED RACK #1
OTHERWISE. (2) 20A TWO-WIRE
2) TOTAL LENGTH OF UNISON WIRING RUNS SHALL NOT EXCEEED 1640 FEET (500M). DIMMED CIRCUITS .- - l|®
3) TOTAL LENGTH OF NETWORK WIRING RUNS SHALL NOT EXCEEED 320 FEET (100M). (TYP. OF 4)
4) DISTRIBUTION OMMITTED FOR CLARITY.

5) ENGINEER TO DETERMINE APPLICABILITY OF ALL BYPASS / TRANSFER SYSTEMS.
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